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PLAN KEYED NOTES

1 PROVIDE 3-WAY HEATING WATER CONTROL VALVE.

2 BALANCE HW FLOW AT EXISTING TERMINAL UNIT TO
PREVIOUSLY RECORDED FLOW RATE. RE:MH-05.

3 OFFSET PIPING ABOVE TERMINAL UNIT CONTROL PANEL
AS REQUIRED TO PROVIDE MINIMUM 36" CLEARANCE FOR
CONTROL PANEL. PROVIDE TERMINAL BOXES WITH COIL
CONNECTIONS ON OPPOSITE SIDE AS REQUIRED TO
MAINTAIN CLEARANCES. TYPICAL ALL TERMINAL UNITS.

4 CIRCUIT SETTER. BALANCE TO 22GPM. RECORD
PRESSURE DROP, VALVE POSITION AND ACTUAL FLOW
RATE IN TEST AND BALANCE DOCUMENTATION.
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